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TITLE SHEET

HARBOR MASTER
OFFICE

WESTPOINT HARBOR
REDWOOD CITY, CA 94063

PERMIT SET

-

08/18/08 PERMIT SET

SCHED SCHEDULE
SD SMOKE DETECTOR
SD STORM DRAIN
SHT SHEET
SIM SHIMILAR
SJ SEISMIC JOINT
SPEC SPECIFICATION
SQ SQUARE
SS SANITARY SEWER
SS STAINLESS STEEL
STA STATION
STD STANDARD
STL STEEL
STN STONE
STOR STORAGE
STRUC STRUCTURAL
SUSP SUSPENDED
SYM SYMMETRICAL

T THREAD
TEL TELEPHONE
T & G TONGUE AND GROOVE
TJ TRUSS JOIST
TO TOP OF
TOC TOP OF CURB
TOP TOP OF PLATE
TOS TOP OF SLAB
TOW TOP OF WALL
TP TOP OF PAVEMENT
TV TELEVISION

TYP TYPICAL

UON UNLESS OTHERWISE NOTED

VCT VINYL COMPOSITION TILE
VERT VERTICAL
VEST VESTIBULE

W WEST
W/ WITH
WC WATER CLOSET
WC WALL COVERING
WD WOOD
WH WATER HEATER
W/O WITHOUT
WP WATERPROOF
WP WORK POINT

DRAWING REFERENCES

SAD SEE ARCHITECTURAL DRAWINGS
SCD SEE CIVIL DRAWINGS
SED SEE ELECTRICAL DRAWINGS
SLD SEE LANDSCAPE DRAWINGS
SMD SEE MECHANICAL DRAWINGS
SPD SEE PLUMBING DRAWINGS
SSD SEE STRUCTURAL DRAWINGS

MAX MAXIMUM
MDF MEDIUM DENSITY FIBER BOARD
MECH MECHANICAL
MEMB MEMBRANE
MFR MANUFACTURER
MTL METAL
MIN MINIMUM
MISC MISCELLANEOUS
MTD MOUNTED
MUL MULLION

(N) NEW
N NORTH
NIC NOT IN CONTRACT
NO OR # NUMBER
NOM NOMINAL
NTS NOT TO SCALE

OCC OCCUPANTS
OC ON CENTER
OD OUTSIDE DIAMETER (DIM)
OFCI OWNER FURNISH CONTRACTOR

INSTALL
OFD OVERFLOW DRAIN
OH OPPOSITE HAND
OH OVERHEAD
OFF OFFICE
OPNG OPENING
OPP OPPOSITE
OZ OUNCE

PAF POWDER ACTUATED FASTENER
PC PRECAST
PCC PRECAST CONCRETE
PH PANIC HARDWARE
PHS PAN HEAD SCREW(S)
PL PLATE
PLAM PLASTIC LAMINATE
PLAS PLASTER
PLYWD PLYWOOD
PT PAINT
PT POINT
PT PRESERVATIVE TREATED
PTD PAINTED
PTD PAPER TOWEL DISPENSER
PTN PARTITION

QT QUARRY TILE

R RISER
RAD RADIUS
RB RESILIENT BASE
RD ROOF DRAIN
REF REFERENCE
REINF REINFORCED
REQ REQUIRED
RESIL RESILIENT
RJ REVEAL JOINT
RM ROOM
RO ROUGH OPENING
RV ROOF VENT
RWD REDWOOD
RWL RAINWATER LEADER

S SEWER
S SOUTH
SAF SELF-ADHERING FLASHING
SAWM SELF-ADHERING WATERPROOFING

MEMBRANE
SC SOLID CORE

E EAST
(E) EXISTING
EA EACH
EIFS ECTERIOR INSULATION FINISH SYSTEM
EJ EXPANSION JOINT
EL ELEVATION
ELEC ELECTRICAL
EQ EQUAL
EQPT EQUIPMENT
EXP EXPANSION
EXT EXTERIOR

FD FLOOR DRAIN
FDN FOUNDATION
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FIN FINISH
FHS FLAT HEAD SCREW(S)
FL FLOOR
FL FLOW LINE
FLUOR FLUORESCENT
FO FACE OF
FOB FACE OF BRICK
FOC FACE OF CONCRETE/CMU
FOF FACE OF FINISH
FOS FACE OF STUDS
FRT FIRE RETARDANT TREATED
FS FLOOR SINK
FT FOOT OR FEET
FTG FOOTING

G GAS
GA GAUGE
GALV GALVANIZED
GB GRAB BAR
GL GRID LINE
GND GROUND
GR GRADE
GRP GROUP
GYP GYPSUM

HB HOSE BIBB
HC HOLLOW CORE
HDWD HARDWOOD
HDWE HARDWARE
HHS HEX HEAD SCREW
HM HOLLOW METAL
HORIZ HORIZONTAL
HR HOUR
HT HEIGHT

INSUL INSULATION
INT INTERIOR

JAN JANITOR
JT JOINT

LAM LAMINATE
LAV LAVATORY
LB LAG BOLT(S)

& AND
L ANGLE
@ AT

CENTERLINE
Ø DIAMETER OR ROUND
# POUND OR NUMBER

AC AIR CONDITIONING
ACOUS ACOUSTICAL
AD AREA DRAIN
ADA AMERICAN DISABILITIES ACT
AFF ABOVE FINISH FLOOR
AGGR AGGREGATE
AHS ALLEN HEAD SCREW
ALUM ALUMINUM
APPROX APPROXIMATE
ARCH ARCHITECTURAL
AC TILE ACOUSTICAL TILE
ASPH ASPHALT
ASS ABOVE STRUCTURAL SLAB
AV AUDIO/VISUAL

BD BOARD
BITUM BITUMINOUS
BLDG BUILDING
BLK BLOCK
BLKG BLOCKING
BM BEAM
BO BOTTOM OF
BOT BOTTOM

CAB CABINET
CB CEMENT BOARD
CBB CEMENTITIOUS BACKER BOARD
CEM CEMENT
CI CAST IRON
CIP CAST IN PLACE
CJ CONTROL JOINT
CLNG CEILING
CLOS CLOSET
CLR CLEAR
CT CERAMIC TILE
CMU CONCRETE MASONRY UNIT
CNTR COUNTER
COL COLUMN
CONC CONCRETE
CONST CONSTRUCTION
CONT CONTINUOUS
CS CONCRETE SEALER
CTR CENTER
CTSK COUNTERSUNK

DBL DOUBLE
DEPT DEPARTMENT
DF DRINKING FOUNTAIN
DIA DIAMETER
DIM DIMENSION
DN DOWN
DR DOOR
DS DOWNSPOUT
DSP DRY STANDPIPE
DTL DETAIL
DWG DRAWING
DWR DRAWER

ARCHITECTURAL DRAWING ABBREVIATIONS

LOCATION MAP

SANDERS INVESTMENT
PARTNERS, LLC
16075 SKYLINE BLVD
WOODSIDE, CA 94062

CONTACT: MARK L SANDERS
TEL: 650-224-3250
FAX: 650-851-1907
EMAIL: msandhill@aol.com

CLIENT

B DESIGN STUDIO / SOLUTIONS
16668 WINDING BLVD.
SAN LEANDRO, CA 94578

CONTACT: GILBERT BASBAS
TEL: 510-329-4267
FAX: -
EMAIL: gilbert.basbas@gmail.com

ARCHITECT

VK ENGINEERING, INC.
3080 Overlook Drive
Vallejo, CA 94591

CONTACT: VERNE KUROKAWA
TEL: 707-552-9420
FAX: 707-552-3299
EMAIL: vernek707@sbcglobal.net

STRUCTURAL

SB ASSOCIATES
Engineering Consultants
4910 CASPAR ST
UNION CITY, CA 94587

CONTACT: FERNANDO SAN BUENAVENTURA
TEL: 510-673-8385
FAX: 510-487-3426
EMAIL: sbassoc8s@gmail.com

MECHANICAL/ELECTRICAL

PROJECT DIRECTORY

PROJECT LOCATION

DRAWING SHEET INDEX
SHEET NO SHEET NAME

T1.0 TITLE SHEET

ARCHITECTURAL
A2.01 FLOOR PLANS
A2.02 ROOF PLAN
A3.01 EXTERIOR ELEVATIONS
A3.10 BUILDING SECTIONS
A3.11 BUILDING SECTIONS
A3.20 WALL SECTIONS
A4.01 ENLARGED PLANS & INT ELEVATIONS
A6.01 REFLECTED CEILING PLANS
A8.01 EXTERIOR DETAILS - WALL
A8.02 EXTERIOR DETAILS - WINDOWS
A8.03 EXTERIOR DETAILS - DOORS
A8.04 EXTERIOR DETAILS - ROOF & MISC
A9.01 INTERIOR DETAILS
A11.01 WINDOW & DOOR TYPES, SCHEDULES

STRUCTURAL
SN STRUCTURAL NOTES
S1 STRUCTURAL DETAILS
S2 STRUCTURAL DETAILS
S3 STRUCTURAL DETAILS
S4 STRUCTURAL DETAILS
S5 STRUCTURAL DETAILS
1S1 FOUNDATION FOOTPRINT PLAN
1S2 2ND FLOOR / LOWER ROOF FRAMING PLAN
1S3 ROOF FRAMING PLAN

MECHANICAL
M0.1 LEGEND, ABB., SYMB., SCHEDULES & GEN NOTES
M0.2 SPECIFICATIONS
M0.3 TITLE -24
M-2 HVAC PLAN
M-3.1 HVAC DETAILS - (SHEET-1)
M-3.2 HVAC DETAILS - (SHEET-2)

ELECTRICAL
E0.1 ELECTRICAL GENERAL NOTES, SYMBOLS, ABBREVIATION, AND

DRAWING INDEX
E0.2 ELECTRICAL TITLE 24 DOCUMENTATION
E2.1 ELECTRICAL LIGHTING PLAN - FIRST FLOOR
E2.2 ELECTRICAL LIGHTING PLAN - SECOND & THIRD FLOOR
E3.1 ELECTRICAL POWER & SIGNAL PLAN - FIRST FLOOR
E3.2 ELECTRICAL POWER & SIGNAL PLAN - SECOND & THIRD

FLOOR
E4.1 ELECTRICAL LIGHTING FIXTURE AND PANEL SCHEDULES AND

DETAILS

PLUMBING
P-0.1 LEGEND, ABB., SYMB., SCHEDULES, DETAILS & GEN NOTES
P-0.2 SPECIFICATIONS PLUMBING
P-2.0 PARTIAL FLOOR PLAN-PLUMBING
P-3.1 PLUMBING DETAILS
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CONC PAD FOR MECH UNIT,
COORDINATE W/ MECH.

ROOM NUMBER

PARTITION TYPE, SEE A9 SERIES

DOOR NUMBER, SEE A11 SERIES

WINDOW NUMBER, SEE A11 SERIES

LOUVER NUMBER, SEE A11 SERIES

TOILET ACCESSORY SYMBOL

ROOM NAME

EQUIPMENT SYMBOL - SCHED TBD

FLOOR SINK

ROOF DRAIN OR FLOOR DRAIN

FIRE EXTINGUISHER CABINET,
DIMENSIONED TO CENTERLINE.
SEE 3/A4.01 FOR MTG HT
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RD/FD

FEC

Room name
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FLOOR PLANS

HARBOR MASTER
OFFICE

WESTPOINT HARBOR
REDWOOD CITY, CA 94063

PERMIT SET

-

08/18/08 PERMIT SET

 1/8" = 1'-0"2 LEVEL 2

 1/8" = 1'-0"3 LEVEL 3 WIDOW WALK

 1/8" = 1'-0"1 LEVEL 1

PLAN GENERAL NOTES
1. ALL DIMENSIONS ARE FROM FACE OR

FRAMING UON
2. SEE SHEET A9.01 FOR PARTITION

TYPES AND CEILING DETAILS.
3. SEE SHEET A11 SERIES FOR DOOR &

WINDOW TYPES & SCHEDULES
4. SEE ENLARGED PLANS SHEET A4 SERIES

FOR ADDITIONAL DIMENSIONS, PARTITION
TYPE SYMBOLS AND DOOR & WINDOW
KEYS

5. FOR ALL UNIT RESTROOMS PROVIDE
BLOCKING AT ALL TOILETS TYPICAL.

6. WHERE CALLOUT DETAIL OR BUBBLE
INDICATES A PORTION OF PLAN OR
DETAIL TO BE ENLARGED ON SHEET,
DOOR & WINDOW IDENTIFICATION
SYMBOLS, CALLOUTS AND ROOM NAMES
WILL BE INDICATED ON THE ENLARGED
DETAIL.

7. -
8. - 

PLAN LEGEND
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ROOF PLAN

HARBOR MASTER
OFFICE

WESTPOINT HARBOR
REDWOOD CITY, CA 94063

PERMIT SET

-

08/18/08 PERMIT SET

 1/8" = 1'-0"1 ROOF

ROOF PLAN NOTES
1. ROOF PENETRATIONS TO BE PAINTED TO

MATCH ROOF. REFER TO MECH PLUM &
ELEC FOR FULL EXTENT OF ROOF
PENETRATIONS.

2. PROVIDE VALLEY FLASHING WHERE
ROOF PITCHES CHANGE & WHERE ROOF
INTERSECTS VERTICAL SURFACES.

3. DOWNSPOUTS ARE 3 1/2” DIA ROUND
ZINC UON

4. GUTTER TO BE PREFINISHED GSM
5. VENTS OR FLUES SHALL NOT TERMINATE

LESS THAN 3’ ABOVE ANY OUTSIDE OR
MAKE-UP AIR INLET LOCATED WITHIN 10’
AND AT LEAST 4’ FROM A PROPERTY LINE
OR AREA SEPARATION WALL.

6. SEE A8.04 FOR ROOF DETAILS

ROOF PLAN LEGEND

3/8":12 SLOPED FLAT ROOF:
SINGLE PLY MEMBRANE ROOFING

ROOF SLOPE
6:12

DS

RD

DOWNSPOUT

ROOF DRAIN

GAL ROOF FLASHING

9:12 OR 6:12 SLOPED ROOF:
OPTION 1: STANDING SEAM
MTL ROOF
OPTION 2: COMPOSITE
SHINGLE ROOF



LEVEL 1
0' - 0"

LEVEL 2
10' - 0"

ABCDEF

LEVEL 3 WIDOW
WALK
26' - 0"

STANDING SEAM
ZINC ROOF

STONE  CLADDING

LAPPED CEMENT BD SIDING

VINYL WINDOW &
DR TYP

CEMENT BD TRIM

REDWD GUARDRAIL

ZINC GUTTER &
DS

LEVEL 1
0' - 0"

LEVEL 2
10' - 0"

234567

LEVEL 3 WIDOW
WALK
26' - 0"

1 0.58

STANDING SEAM MTL ROOF

STONE  CLADDING

LAPPED CEMENT BD SIDING

ALUM CLAD WD
WINDOW & DR

CEMENT BD TRIM

REDWD GUARDRAILREDWD
PLANTER BOX

12"X12" WD COL W/ MTL STRAP
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WD ARCH BEYOND, SEE
RCP FOR LOCATION
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GARAGE DR
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A B C D E F

LEVEL 3 WIDOW
WALK
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SLANTED 12X12 REDWD COL

WD GUARDRAIL
LAPPED CEM BD SIDING
CEM BD TRIM

ZINC GUTTER & DS
VINYL WINDOW, TYP

SS STRAP

8X14" REDWD BEAM

6X10 REDWD BEAM

R
 18' - 0"

REDWD KINGPOST, SSD

GLULAM BEAM, SSD

---
-4

A8.04 TYP

NOTE: ALL EXPOSED
MTL STRAP AND
CONNECTION AT
ENTRANCE AREA TO
BE STAINLESS STL OR
ZINC COATED MTL
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EXTERIOR
ELEVATIONS

HARBOR MASTER
OFFICE

WESTPOINT HARBOR
REDWOOD CITY, CA 94063

PERMIT SET

-

08/18/08 PERMIT SET

 1/8" = 1'-0"1 East

 1/8" = 1'-0"4 North

 1/8" = 1'-0"2 South

 1/8" = 1'-0"3 West
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BUILDING
SECTIONS

HARBOR MASTER
OFFICE

WESTPOINT HARBOR
REDWOOD CITY, CA 94063

PERMIT SET

-

08/18/08 PERMIT SET

 1/8" = 1'-0"1 BLDG SECTION @ ENTRANCE 1
 1/8" = 1'-0"2 BLDG SECTION @ ENTRANCE 2

 1/8" = 1'-0"3 BLDG SECTION @ LOBBY

 1/8" = 1'-0"4 BLDG SECTION @ GREAT ROOM
 1/8" = 1'-0"6 BLDG SECTION @ WORKSHOP

 1/8" = 1'-0"5 BLDG SECTION @ OFFICE

 1/8" = 1'-0"7 BLDG SECTION @ WIDOW WALK
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BUILDING
SECTIONS

HARBOR MASTER
OFFICE

WESTPOINT HARBOR
REDWOOD CITY, CA 94063

PERMIT SET

-

08/18/08 PERMIT SET

 1/8" = 1'-0"1 LONGTITUDINAL SECTION 1

 1/8" = 1'-0"2 LONGTITUDINAL SECTION 2





UP

6 7

B

C

D

E

F

MEN
08

WOMEN
09

MECH/TELE
10

P2 P2

P1

5'
 - 

1"
3'

 - 
0"

3'
 - 

0"
1'

 - 
6"

1'
 - 

6 
3/

4"

1'
 - 

6"
3'

 - 
0"

3'
 - 

0"
1'

 - 
6"

1'
 - 

6"
3'

 - 
0"

3'
 - 

0"
1'

 - 
6"

4' - 3" 4' - 3"

5' - 5 1/2"

3'
 - 

8 
1/

2"
4'

 - 
9"

9' - 0" 6' - 0" 9' - 0"

5'
 - 

7 
1/

2"
3'

 - 
6"

3'
 - 

6"

P1

P1

P1

FD FD
P2 P2

P1

P1

5' - 5 1/2"

4' - 0"

FO
F

3' - 0"

4' - 7"

6' - 6"

26" DR

32" CLR DR 32" CLR DR

26" DR

26" DR

26" DR

4' - 0"FO
F

FD

CURTAIN

FD

2% SLOPE 4
SIDES TYP

2% SLOPE 4
SIDES TYP

2% SLOPE
@ 4 SIDE
IN SHOWER
AREA TYP

P1

WH
12

10 12

4' - 0 1/2"

P1

FD FD

1

2

4

4
6

13

11

10

8

9

11

13

7

2

1

4

6

SHOWER AREAS
TO HAVE CERAMIC
TILE AT FLOOR,
WALLS & CLNG,
TYP SEE SPEC
FOR TILE

WOMEN & MEN
RESTROOMS TO
HAVE CERAMIC
TILE FLOOR AND
TILE WAINSCOT
UP TO 4' ON
WALL, SEE
SPEC FOR TILE

08 09

12

4 5

D

E

5'
 - 

5" 4'
 - 

0"

R 4' - 7"

9' - 7"

17' - 9 1/4"

5°

9'
 - 

3 
7/

8"

MTL STAIR W/ OPEN RISERS &
WD RAIL, 17 TREADS, SEE DTL
3/A9.01 & ELEV 4/A9.01

0' - 11" TYP

8' - 11"
R 8' - 8 9/16"
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ENLARGED
PLANS & INT
ELEVATIONS

HARBOR MASTER
OFFICE

WESTPOINT HARBOR
REDWOOD CITY, CA 94063

PERMIT SET

-

08/18/08 PERMIT SET

 1/4" = 1'-0"1 ENLARGED RESTROOM PLAN

 1/4" = 1'-0"2 ENLARGED MAIN STAIR PLAN

1'-2 13/16"

2
'-
1
 
3
/
8
"

3
'-
4
" 
M
AX

2
'-
1
0
" 
M
AX

4
'-
6
"

3
'-
4
" 
M
AX

2
'-
1
0
"

3
'-
4
" 
M
AX
.

2
'-
1
0
"

1
8
" 
T.
O
. 
S
EA
T

(1
7
" 
M
IN

1
9
" 
M
AX
)

1
7
" 
M
AX

1
2
"

4
'-
6
"

3
'-
8
" 
M
AX
.

4
'-
8
" 
M
AX

6
'-
0
"

36"

MIN.

16" MIN.-
18" MAX.

42"
MIN.

16" MIN.
18" MAX.

3
'-
4
" 
M
AX

2
'-
3
" 
M
IN

1'-6"
CLR.

3
'-
4
" 
M
AX

1
9
"

M
IN12"

MAX

2
'-
1
0
"

12"12"

1'-6"
CLR.

3
'-
4
 
M
AX

2
'-
9
"

12"
MAX

4
'-
0
" 
M
AX

36
" 
M
AX
.

3'-6"

18" MIN.

27
" 
M
IN
.

6" MAX 8" MIN

9" M
IN
.

2'-6" CLR

2'-0" MIN

6" MAX

3
'-
2
" 
TO

4
'-
0
" 
 
A.
F.
F.

5
"

M
IN

2
'-
9
"

3'-0"

EQ.EQ.

6
1 /
2
"

M
AX

9
"

6"

8"

EQ. EQ.

9
"

6"

2
'-
3
" 
M
IN
.

8"

2'-6" MIN.

3"
MAX

1
'-
6
"

3
3
" 
M
IN

3
6
" 
M
AX

3
3
" 
M
IN

3
6
" 
M
AX

3
'-
4
"

3
'-
1
1
" 
M
IN

4
'-
1
" 
M
AX

2'-0" MAX

1" MIN
1 1/2" MAX

TYP.

4
'-
0
" 
M
AX 6
'-
0
"

URINAL WATER CLOSETS LAVATORY & COUNTER LAVATORY JANITOR'S CLOSETACCESSORIESWATER CLOSETS

FIRE
EXTINGUISHER  CABINET

TOILET
PARTITION DOOR

HI-LO DRINKING FOUNTAIN

RESIDENTIAL BATHROOM ACCESSORIESACCESSIBLE SHOWER STALLTYPICAL SHOWER STALL

MIRROR

MOP RACK

ACCESSIBLE

HANDICAP
ACCESSIBLE

LEVER
FAUCET

CONTROLS,
 TYP.

BACKING PLATE
@ ALL GRAB BARS

STANDARD

CL

FLUSH ACTIVATION CONTROL
LOCATION AREA NO GREATER
THAN 44" ABOVE FIN FLR.

NOTE:  PROVIDE BACKING PLATES @ ALL WALL MOUNTED
ACCESSORIES AS REQ'D

HOOK

FRONT ELEV SIDE ELEV

INSULATE PIPE

INSULATE
PIPE TYP

UPPER MOST CONTROL

TOWEL BAR TOWEL RING

CL
CL

CL
KNEE CLEARANCE

KNEE CLEARANCE

CL

KNEE CLEARANCE

T.O.
RIM

B.O.
MIRROR

B.O.
MIRROR

LO FOUNTAIN
T.O. SPOUT

ACCESSIBLE
STANDARD

STANDARD FRONT
TRANSFER

ACCESSIBLE

MIN. 60" FLEXIBLE
SHOWER SPRAY HOSE

SINGLE-LEVER
MIXING VALVE

T.O.
SHOWER
SEAT

TOILET ACCESSORY & MISC ITEM MOUNTING HEIGHTS
3

1/4" = 1'-0"

ITEM MOUNTING BOBRICK #

TOILET ACCESSORIES & MISC ITEMS

36" GRAB BAR

42" GRAB BAR

TOILET PARTITION

URINAL SCREEN

96" X 36" MIRROR

SEAT COVER DISPENSER/
TOILET TISSUE DISPENSER

SEAT COVER DISPENSER/
TOILET TISSUE DISPENSER/
SANITARY NAPKIN DISPOSAL

SANITARY NAPKIN DISPENSER

PAPER TOWEL DISPENSER
AND WASTE RECEPTACLE

SEAT COVER DISPENSER/
TOILET TISSUE DISPENSER

SOAP DISPENSER

PIPE WRAP

1

2

4

5

6

7

9

10

11

12

13

14

SURFACE B-6806

SURFACE B-6806

SURFACE B-4998

- SEE SPEC

- SEE SPEC

SURFACE B-290

RECESSED B-3474

PART MTD B-3571
RECESSED B-3574

RECESSED B-3500

RECESSED B-3944

PART MTD B-347

COUNTER B-822

- SEE SPEC

8



2 3 4 5 6 7

A

B

C

D

E

F

10.5 8

MEN
08

WOMEN
09

WORKSHOP
11

WORK AREA
04

LAUNDRY
07

OFFICE
05

+ 8' - 0" + 8' - 0"

+ 8' - 0"+ 8' - 0"

+ 8' - 0"

+ 8' - 0"

+ 7' - 9"

+ 8' - 0"

LOBBY
01

STOR
06

MECH/TELE
10

+ 8' - 0"

OPEN TO ABOVE

9:12 SLOPE
TYP

9:12 SLOPE
TYP

+ 9' - 0"

+ 9' - 0"

+ 8' - 0"

EXPOSED REDWD
BEAM, SSD

STARTING PT OF CLNG
SLOPE @ 9'-6" TYP

WD SLAT CLNG

EXT CEM BD SOFFIT

WD ARCH,
SEE
2/A3.11
FOR DIM

9'
 - 

4"
6'

 - 
5"

9'
 - 

4"

+ 8' - 0"

+ 8' - 0"

1'
 - 

1"
9'

 - 
4"

TILE CLNG O/ SHOWER
AREA, TYP

+ 8' - 3"
5/8" GYP BD CLNG
ATTACHED DIRECTLY
TO THE UNDERSIDE
OF JOISTS

EQ EQ

EQ
EQ

EQ EQ EQ EQ

EQ
EQ

WH
12

+ 8' - 0"+ 8' - 0"

3 4 5 6 7

A

B

C

D

E

F

+ 9' - 0"

OFFICE
21

BATH
22

PRIVATE GREAT
ROOM

23
HALL

20

EXPOSED TIMBER RAFTER, SSD

9:12 SLOPE
TYP

9:12 SLOPE
TYP

9:12 SLOPE
TYP

9:12 SLOPE
TYP

STARTING PT OF CLNG
SLOPE @ 10'-1" TYP

EXPOSED REDWD BEAM, SSD

EXPOSED REDWD
BEAM, SSD

+ 9' - 0"

+ 8' - 0"

9:12
SLOPE

STARTING PT OF
CLNG SLOPE @ 7'-0"

EQ EQ

2'
 - 

0"
2'

 - 
0"

EQ
EQ

0' - 6"

2'X2' CLNG
ACCESS DR FOR
HP UNIT ABOVE

5 6

B

C

5/8" GYP BD CLNG
ATTACHED DIRECTLY
TO UNDERSIDE OF
RAFTERS
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REFLECTED
CEILING PLANS

HARBOR MASTER
OFFICE

WESTPOINT HARBOR
REDWOOD CITY, CA 94063

PERMIT SET

-

08/18/08 PERMIT SET

 1/8" = 1'-0"1 LEVEL 1

 1/8" = 1'-0"2 LEVEL 2

+9'-0"

2X4 FLUORESCENT FIXTURE

RECESSED DOWNLIGHT

PENDANT LIGHT FIXTURE

DIFFUSER

RETURN AIR

CLNG SUSPENDED FLUORESCENT

2x4 CLNG GRID, SEE SPEC.

NO FINISHED CLNG

2X2 FLUORESCENT FIXTURE

FINISH CLNG HEIGHT AFF

CLNG MTD FLUORESCENT

2x2 CLNG GRID, SEE SPEC.

GYP BD CLNG

SEE MEP
DWGS
FOR LEGEND

CUSTOM WD. SLAT CLNG

CEM PLASTER EXT SOFFIT

SP SPRINKLER HD, ONLY SHOWN AT MAIN
PUBLIC SPACE. REST OF THE SPACE
TO BE DESIGN BUILT

CEILING PLAN NOTES

1. ALL CLNG DIMESIONS ARE TO FINISHED CLNG OR SOFFIT
UON

2. SEE FINISH SCHEDULES ON A11 SERIES
3. SEE A2 SERIES & A9.01 FOR PARTITION TYPES & DTLS
4. SEE DETAIL ON A9.01 FOR CLNG & SOFFIT DETAILS.  
5. SMD FOR SPECIFIC INFORMATION ON CLNG REGISTERS.
6. SED FOR SPECIFIC INFORMATION ON LIGHT FIXTURES.
7. ALL LIGHT FIXTURES IN CEILING GRID TO BE CENTERED ON

CLNG GRID PANEL UON
8. ALL MECH DIFFUSERS IN CEILING GRID TO BE CENTERED ON

CLNG GRID PANEL UON
9. PROVIDE SOLID EDGE BLOICKING @ ALL EDGES OF GYP BD

CLNG PANELS AS REQ.
10. ALL LIGHT FIXTURES AT EXPOSED STRUCTURAL CLNG TO BE

CENTERED ON STRUCTURAL BAY OR WALL UON

CEILING PLAN LEGEND

CEILING PLAN KEY NOTES
-1

 1/8" = 1'-0"3 LEVEL 3 WIDOW WALK













PANIC HARDWARE
WHERE OCCURS,
SEE SCHED

KICK PLATE ON
PUSH SIDE OF DOOR
WHERE OCCURS,
SEE SCHED

F

DOUBLE 3' DRS
WHEN WIDTH IS 6',
SEE SCHED

G
GARAGE DOOR

T

PANIC HARDWARE
WHERE OCCURS,
SEE SCHED

A

B
JELD WEN CUSTOM BIFOLDING PATIO
GLASS DR - A5001 MAHOGANY
WDGRAIN, CARAMEL FINISH

TTTT

SL

TT

L
LOUVER DOOR

1'
 - 

10
 1

/2
"

1'
-0

" 0'
 - 

3"

EQ 2' - 0" EQ

KICK PLATE ON
PUSH SIDE OF DOOR
WHERE OCCURS,
SEE SCHED

DHF2 F1R1R2

1'
 - 

0"

1' - 0"

4'
 - 

3"

EQ EQ

T

4'
 - 

0"

2' - 6"

H
EI

G
H

T

WIDTH

6'
 - 

0"

2' - 6"WIDTH

H
EI

G
H

T

6'
 - 

0"
H

EI
G

H
T

2' - 6"WIDTH

R 1'
 - 1

"

R 2' - 0
"

DH2DH3

4'
 - 

0"
H

EI
G

H
T

4'
 - 

0"
H

EI
G

H
T

7' - 6" 5' - 0"WIDTH WIDTH

SEE MANUF
FOR INTERM
JAMB DTL

SIMULATED
MUTTIN

9'
 - 

0"

EQEQEQ

EQ
EQ

9' - 6 1/2"

T T T 0'
 - 

4"

0' - 2"

0'
 - 

2"

9'
 - 

0"

8'
 - 

2 
15

/1
6"

STL CHANNEL,
SSD

ALIGNALIGN

EQ EQ EQEQ

ALIGNALIGN

6' - 0"SEE DR
SCHED

0'
 - 

4"

8'
 - 

0"
SE

E 
D

R
SC

H
ED

EQ EQ

3'
 - 

6"

0'
 - 

4"

T T T T

2'
 - 

4 
15

/1
6" 0' - 2"

0'
 - 

2"

8'
 - 

6"

4'
 - 

6"

EQ EQ

T T

0' - 2"

0'
 - 

2"

9'
 - 

0"

7'
 - 

2"
D

R
 H

T,
 S

EE
D

R
 S

C
H

ED

11' - 4"

6' - 4"

DR WIDTH,
SEE DR
SCHEDEQ EQ

VINYL WINDOW,
SEE SPEC

T T T T
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WINDOW &
DOOR TYPES,
SCHEDULES

HARBOR MASTER
OFFICE

WESTPOINT HARBOR
REDWOOD CITY, CA 94063

PERMIT SET

-

08/18/08 PERMIT SET

 1/4" = 1'-0"
DOOR TYPE

DOOR SCHEDULE

DOOR
NUMBER ROOM NAME

DOOR SIZE DOOR  FRAME DETAIL

COMMENTSWIDTH HT
THICKNES

S TYPE MAT FIN GLAZ MAT FIN HEAD JAMB
THRESHO

LD

01A LOBBY 6' - 0" 8' - 0" 0' - 1 3/4" A VINYL FF GL-1 WD STAIN - -
01B WORK AREA 3' - 0" 7' - 0" 0' - 1 3/4" F SCWD STAIN HM PT 2/A8.03 2/A8.03 SIM
05 OFFICE 3' - 0" 7' - 0" 0' - 1 3/4" F SCWD STAIN WD STAIN -
06 OFFICE 2' - 6" 7' - 0" 0' - 1 3/4" F SCWD STAIN WD STAIN -
07 LAUNDRY 3' - 0" 7' - 0" 0' - 1 3/4" F SCWD STAIN HM PT 2/A8.03 2/A8.03 SIM KICK PLATE
08 MEN 3' - 0" 7' - 0" 0' - 1 3/4" L SCWD STAIN HM PT 2/A8.03 2/A8.03 SIM KICK PLATE
09 WOMEN 3' - 0" 7' - 0" 0' - 1 3/4" L SCWD STAIN HM PT 2/A8.03 2/A8.03 SIM KICK PLATE
10 MECH/TELE 6' - 0" 7' - 6" 0' - 1 3/4" F SCWD STAIN HM PT 2/A8.03 2/A8.03 SIM
11A WORKSHOP 8' - 0" 7' - 0" 0' - 1 3/4" G SCWD STAIN - - 6/A8.03 7/A8.03 -
11B WORKSHOP 3' - 0" 7' - 0" 0' - 1 3/4" F SCWD STAIN HM PT 1/A8.03 1,2/A8.03 SIM
12 WH 3' - 0" 7' - 0" 0' - 1 3/4" F SCWD STAIN HM PT 2/A8.03 2/A8.03 SIM
20A HALL 3' - 0" 7' - 0" 0' - 1 3/4" A VINYL FF GL-2 VINYL FF -
20B HALL 2' - 6" 7' - 0" 0' - 1 3/4" F SCWD STAIN WD STAIN -
21A OFFICE 3' - 0" 7' - 0" 0' - 1 3/4" F SCWD STAIN WD STAIN -
21B OFFICE 3' - 0" 7' - 0" 0' - 1 3/4" A VINYL FF GL-1 WD STAIN 1/A8.03 1/A8.03 SIM
22A OFFICE 2' - 6" 7' - 0" 0' - 1 3/4" F SCWD STAIN WD STAIN -
22B PRIVATE GREAT

ROOM
2' - 6" 7' - 0" 0' - 1 3/4" F SCWD STAIN WD STAIN -

23A PRIVATE GREAT
ROOM

3' - 0" 7' - 0" 0' - 1 3/4" F SCWD STAIN WD STAIN -

23B PRIVATE GREAT
ROOM

3' - 0" 7' - 0" 0' - 1 3/4" A VINYL FF GL-1 WD STAIN 1/A8.03 1/A8.03 SIM

23C PRIVATE GREAT
ROOM

7' - 3" 7' - 0" 0' - 1 3/4" B WD STAIN WD STAIN - SEE MANUF FOR HD/JMB/SILL DTL

23C1 PRIVATE GREAT
ROOM

7' - 3" 7' - 0" 0' - 1 3/4" B WD STAIN WD STAIN - SEE MANUF FOR HD/JMB/SILL DTL

23D PRIVATE GREAT
ROOM

6' - 0" 7' - 0" 0' - 1 3/4" SL VINYL FF GL-1 WD STAIN - -

30 WIDOW WALK 6' - 0" 7' - 0" 0' - 1 3/4" SL VINYL FF GL-1 VINYL FF

LEGEND
GLAZING LEGEND
GL-1 EXT INSULATED LOW-E DOUBLE

GLAZING
GL-2 TEMPERED 1/4" FLOAT GLASS

ABBREVIATIONS
FF FACTORY FINISH, SEE SPEC
HM HOLLOW METAL DOOR OR FRAME
PH PANIC HARDWARE
SCWD SOLID CORE WOOD
T TEMPERED

WINDOW SCHEDULE
WINDOW

NUM ROOM NAME WIDTH HEIGHT TYPE
WNDOW DETAIL

CommentsMAT FIN GLAZ HEAD HT HEAD JAMB SILL

01E STAFF 2' - 6" 6' - 0" F1 VINYL FF GL-1 9' - 0" 5/A8.02 5/A8.02 8/A8.02
01F WORK AREA 5' - 0" 4' - 0" DH2 VINYL FF GL-1 7' - 0" 5/A8.02 5/A8.02/- 8/A8.02
05A OFFICE 7' - 6" 4' - 0" DH3 VINYL FF GL-1 7' - 0" 5/A8.02 5/A8.02/- 8/A8.02
08 MEN 2' - 6" 4' - 0" DH VINYL FF GL-1 7' - 0" 5/A8.02 5/A8.02 8/A8.02
09 WOMEN 2' - 6" 4' - 0" DH VINYL FF GL-1 7' - 0" 5/A8.02 5/A8.02 8/A8.02
11 WORKSHOP 2' - 2" 2' - 2" R1 VINYL FF GL-1 6' - 2" 6/A8.02 6/A8.02 SIM 6/A8.02 SIM
20A 2' - 6" 6' - 0" F2 VINYL FF GL-1 9' - 0" 6/A8.02 6/A8.02 SIM 7/A8.02
20B 2' - 6" 6' - 0" F2 VINYL FF GL-1 9' - 0" 6/A8.02 6/A8.02 SIM 7/A8.02
20C 2' - 6" 6' - 0" F2 VINYL FF GL-1 9' - 0" 6/A8.02 6/A8.02 SIM 7/A8.02
20D 2' - 6" 6' - 0" F2 VINYL FF GL-1 9' - 0" 6/A8.02 6/A8.02 SIM 7/A8.02
20E 2' - 6" 6' - 0" F2 VINYL FF GL-1 9' - 0" 6/A8.02 6/A8.02 SIM 7/A8.02
20F 2' - 6" 6' - 0" F2 VINYL FF GL-1 9' - 0" 6/A8.02 6/A8.02 SIM 7/A8.02
20G HALL 2' - 6" 6' - 0" F2 VINYL FF GL-1 9' - 0" 6/A8.02 6/A8.02 SIM 7/A8.02
20H HALL 2' - 6" 6' - 0" F2 VINYL FF GL-1 9' - 0" 6/A8.02 - 7/A8.02
20J HALL 2' - 6" 6' - 0" F2 VINYL FF GL-1 9' - 0" 6/A8.02 6/A8.02 SIM 7/A8.02
20K 3' - 0" 4' - 0" DH VINYL FF GL-1 10' - 0" 6/A8.02 6/A8.02 7/A8.02
20L 2' - 2" 2' - 2" R2 VINYL FF GL-1 15' - 2" 6/A8.02 6/A8.02 SIM 6/A8.02 SIM
20M 3' - 0" 4' - 0" DH VINYL FF GL-1 10' - 0" 6/A8.02 6/A8.02 7/A8.02
21A OFFICE 7' - 6" 4' - 0" DH3 VINYL FF GL-1 7' - 0" 6/A8.02 6/A8.02/- 7/A8.02
21B 2' - 2" 2' - 2" R2 VINYL FF GL-1 13' - 1" 6/A8.02 6/A8.02 SIM 6/A8.02 SIM NO WD TRIM @ INT
22 BATH 2' - 6" 4' - 0" DH VINYL FF GL-1 7' - 0" 6/A8.02 6/A8.02 7/A8.02
23B PRIVATE GREAT ROOM 4' - 0" 4' - 0" DH2 VINYL FF GL-1 7' - 4" 6/A8.02 6/A8.02/- 7/A8.02
23C PRIVATE GREAT ROOM 2' - 0" 4' - 0" DH VINYL FF GL-1 7' - 0" 6/A8.02 6/A8.02 7/A8.02
23D PRIVATE GREAT ROOM 2' - 0" 4' - 0" DH VINYL FF GL-1 7' - 0" 6/A8.02 6/A8.02 7/A8.02
23E 2' - 2" 2' - 2" R2 VINYL FF GL-1 15' - 8" 6/A8.02 6/A8.02 SIM 6/A8.02 SIM
23F 2' - 6" 6' - 0" F1 VINYL FF GL-1 7' - 0" 6/A8.02 6/A8.02 7/A8.02
31 WIDOW WALK 5' - 0" 4' - 0" DH2 VINYL FF GL-1 8' - 0" 6/A8.02 6/A8.02/- 7/A8.02
32 WIDOW WALK 7' - 6" 4' - 0" DH3 VINYL FF GL-1 8' - 0" 6/A8.02 6/A8.02/- 7/A8.02
33 WIDOW WALK 5' - 0" 4' - 0" DH2 VINYL FF GL-1 8' - 0" 6/A8.02 6/A8.02/- 7/A8.02

 1/4" = 1'-0"
WINDOW TYPE

01A & 01C01D

01BWINDOWS @ LOBBY

* ALL DIM ARE TO ROUGH OPENING

HALL
HALL
HALL
HALL
HALL
HALL

HALL
DECK
DECK

PRIVATE GREAT ROOM

GENERAL NOTES

WINDOW @ PRIVATE GREAT ROOM

ATTIC OVER OFFICE

DECK

9
A8.04

10
A8.04

1- ALL EXTERIOR VINYL WINDOWS & DOORS TO BE JELD
WEN FIBERGLASS WINDOWS & DOORS

OBSCURE
GLAZING
FOR 01D




